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GENERAL NOTES FOR CONSTRUCTION DOCUMENTS

WATER MAIN IMPROVEMENTS

1. All construction on this project shall be in accordance with the detailed specifications
contained in the Project Manual. Where discrepancies exist, the plans shall govern.

2. All pipe shall be HDPE 3408 (DR 11), DIP (class 52), or 2" PVC SH 40 unless
otherwise noted on the plans.

3. All valves to be resilient seated gate valves - American 80 CRS or Mueller
A-2370-20.

4. All utilities are located from best available information. Contractor shall verify
locations before construction.

5. All lines shall have 42" minimum cover or shall be laid with top of water line 42"
below top of curb, whichever is lower. Unless specifically noted otherwise on plan
sheets.

6. Tracer wire shall be provided and installed with all HDPE waterline installations. 12
AWG copper wire coated with a minimum 30 mil polyethylene jacket designed
specifically for buried use shall be used. The tracer wire should be installed
simultaneously with the HPDE pipe, as an integral part of the pipe installation (pulled
naked along side the HPDE pipe during reaming/pullback The wire shall be extended
up through all valve boxes.

7. The Contractor shall disinfect, flush and test lines as required by APWA and the City
of De Soto Specifications, latest edition.

8. All trees shall be spared unless marked.

9. The contractor shall have one copy of the plans approved by the City of De Soto with
state approval stamp on cover sheet and one copy of the appropriate design and
construction standards and specifications at the job site at all times.

10. The contractor shall not be allowed to work on Sundays, holidays or Saturday work
shall be approved by the city engineer.

11. Construction of the improvements shown or implied by this set of drawings shall not
be initiated of any part thereof and all required and properly executed bonds and
contract agreements are received and approved by the city engineer.

12. The Contractor shall submit a performance & 2-year maintenance bond to the City of
De Soto prior to the start of construction.

13. The Contractor shall submit proof of contractor's liability insurance prior to
construction. This insurance shall list the City of De Soto as an additional insured.

14. Construction inspection will be provided by the City of De Soto.

15. Construction staking will not be provided on this project. Any staking desired by the
contractor will be conducted under his direction and at his expense.

16. Maximum pipe burry depth chall be 7 feet from top of pipe. Exceptions may be
granted for good cause at the request of the contractor.
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